
PTD GYP BD CEILING (P-1)

WALL MOUNTED LIGHT SCONCE

CERAMIC TILE WALL FINISH

(CT-2), FULL HEIGHT, ON

CEMENT BOARD, TYP.

WALL MTD MIRROR

SOLID SURFACE VANITY

COUNTER TOP WITH INTEGRAL

BACK SPLASH AND VANITY APRON

(SS-2)

ADA COMPLIANT FAUCET

ADA ACCESSIBLE SINK BASE

WITH ANGLED SOLID SURFACE

BASE PANEL (SS-2)

COVED CERAMIC TILE WALL BASE (CTB), TYP.

WALL MOUNTED TOILET FIXTURE
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PTD GYP BD CEILING (P-1)

WALL MOUNTED LIGHT SCONCE
CERAMIC TILE WALL FINISH (CT-2),

FULL HEIGHT, ON CEMENT BOARD,

TYP.

SOLID SURFACE VANITY

COUNTER TOP WITH INTEGRAL

BACK SPLASH AND VANITY

APRON (SS-2)

COVED CERAMIC TILE WALL BASE (CTB), TYP.

WALL MOUNTED TOILET FIXTURE

STAINED WOOD DOOR (S-2)

PTD MTL DOOR FRAME (P-4).  NOTCHED

DOOR FRAME TO ACCOMMODATE

PATIENT LIFT SYSTEM TRACK, ABOVE.

SEE ARCHITECTURAL DETAILS.

WALL MOUNTED MIRROR

WITH STAINED WOOD FRAME

(S-2)

78 5 9

RECESSED MEDICINE

CABINET, SEE SPECS
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PTD GYP BD CEILING (P-1), TYP.

CERAMIC TILE WALL FINISH (CT-

2), FULL HEIGHT, ON CEMENT

BOARD, TYP.

COVED CERAMIC TILE WALL BASE

(CTB), TYP.

CEILING MTD. MTL SHOWER

CURTAIN TRACK AND ANTI-

MICROBIAL SHOWER CURTAIN

GRAB BAR AT SIDE / BACK OF

SHOWER.  PROVIDE CONTINUOUS

MTL BLOCKING.

SHOWER HEAD, HAND

OPERATED SHOWER HOSE AND

SHOWER CONTROL, LOCATED

IN COMPLIANCE WITH ADA

GUIDELINES

CT  -1

CT - 1A

2
"

2 2

PTD GYP BD CEILING (P-1), TYP.

CERAMIC TILE WALL FINISH (CT-

2), FULL HEIGHT, ON CEMENT

BOARD, TYP.

COVED CERAMIC TILE WALL BASE

(CTB), TYP.

WALL MOUNTED TOILET FIXTURE

CEILING MTD. MTL SHOWER

CURTAIN TRACK AND ANTI-

MICROBIAL SHOWER CURTAIN

SHOWER HEAD, HAND OPERATED

SHOWER HOSE AND SHOWER

CONTROL, LOCATED IN

COMPLIANCE WITH ADA

GUIDELINES

GRAB BAR AT SIDE / BACK OF

SHOWER.  PROVIDE CONTINUOUS

MTL BLOCKING.
CT - 1

CT  -1A

3 1

ACOUSTIC CEILING TILE

PATIENT LIFT TRACK SYSTEM,

TYP.  SEE ARCHITECTURAL

DETAILS.

TYPICAL RESIDENT FURNITURE, SHOWN

DASHED FOR REFERENCE ONLY (N.I.C.).

TYPICAL NURSE CALL BUTTON

STAINED WOOD CASING AT

WINDOW FRAME (S-2), TYP.

PTD GYP BD SOFFIT (P-1), TYP.

WALL MOUNTED LIGHT SCONCE

(SHOWN IN SIDE PROFILE), TYP.

CONTINUOUS ACROVYN WALL

PROTECTION PANEL FROM TOP OF

WALL BASE TO 31" AFF (AC-2), TYP.

SCULPTED RUBBER MILLWORK

WALL BASE (RB-2), TYP.

RECESSED MEDICAL GAS

COMPARTMENT CONCEALED BY FRAMED

WALL MOUNTED ARTWORK PANEL AND

OPERABLE PANEL LIFTER ASSEMBLY.

SEE ARCHITECTURAL DETAIL.

PTD GYP BD WALL (P-2), TYP.

30 1/8" MIN

13

AE-704

Sim

AE-701

10
SIM

3
' 
- 

8
"

TYPICAL PATIENT BED SIGN3
' 
- 

1
0
"

LIGHT COVE

1
' 
- 

6
"

OUTLET - SEE ELEC. DWGS

VENETION BLINDS WINDOW

TREATMENT, TYP.
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2' - 0"

PTD GYP BD SOFFIT (P-1), TYP.

STAINED WOOD SHELF, TYP. (S-2)

PTD. GYP BD. WALL (P-2)

CTB

SS-2
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CTB

BUILT-IN WOOD VENEER BASE CABINET W/

LOWER DRAWER (S-1), W/ ELECTRIC TOWEL

WARMING DRAWER.  REFER TO MANUFACTURER'S

RECOMMENDATIONS FOR ALL REQUIRED

CLEARANCES, ACCESS, AND SUPPORT

REQUIREMENTS. SEE ELECTRICAL DRAWINGS.

STAINED WOOD VALANCE (S-2)

RECESSED CABINET LIGHT FIXTURE,

SEE ELECTRICAL DRAWINGS

1' - 2"
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AE-704

PTD GYP BD SOFFIT (P-1), TYP.

STAINED WOOD SHELF, TYP. (S-2)

PTD. GYP BD. WALL (P-2)

CTB

SS-2

STAINED WOOD VALANCE (S-2)

RECESSED CABINET LIGHT FIXTURE,

SEE ELECTRICAL DRAWINGS

12" DEEP WOOD VENEER PULL OUT BASE CABINET

W/ DRAWER (S-1), INCLUDE HAIR DRYER, CURLING

IRON, ETC. HOLSTER, AND SURFACE MOUNTED WIRE

MOLD FOR POWER, SEE ELECTRIC DRAWINGS

10
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WOOD VENEER WALL CABINET (S-1)

12" DEEP WOOD VENEER CABINET 4-DRAWER (S-1)

18" DEEP WOOD VENEER

SINK BASE CABINET (S-1)

CTB

MIRROR, FULL

WALL WIDTH

HAND SINK & ADJUSTABLE HEIGHT SHAMPOO SINK,

REFER TO MANUFACTURER'S RECOMMENDATIONS FOR

ALL REQUIRED CLEARANCES, ACCESS, AND SUPPORT

REQUIREMENTS. SEE PLUMBING DRAWINGS

NOTE:

• SELF CLOSING CABINET DOOR HINGE FOR FULL OVERLAY DOOR: BLUM, CLIP-TOP MINI HINGE (#71T0550)

• SELF CLOSING CABINET DRAWER RUNNERS: BLUM, TANDEM PLUS BLUEMOTION FULL EXTENSION DRAWER RUNNERS (#562H4570B)

• CONCEALED, SURFACE MOUNTED, PUSH-TO-OPEN MAGNETIC CATCH AND STRIKE PLATE, McMASTER CARR (#1860A24) AT SHAMPOO SINK ONLY

2' - 6" 3' - 4 7/8" 1' - 6"

8 1/2" 1' - 6"2' - 7"

EQ EQ

PTD GYP BD SOFFIT

(P-1), TYP.

PTD. GYP BD.

WALL (P-2)

CT-5

CT-6

CTB

CT-5

CT-6

CTB

TILE WIDTH TO BE

EQUAL ON BOTH SIDES

OF WALL CORNER

PTD. GYP BD.

WALL (P-2)

WOOD VENEER

PANTRY CABINET

(S-1), LOCKABLE

CTB

1' - 6"

COUNTER TOP

REFRIGERATOR

OMNICELL - FULL

HEIGHT UNIT ON

FIRST FLOOR ONLY

7 8 9 12

BASE CABINETS

(S-1), TYP.

UPPER CABINETS

(S-1), TYP.
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OMNICELL - TABLE

TOP UNIT ON SECOND

FLOOR

2ND FLOOR ONLY -

EXTEND COUNTER TO

WALL AND PROVIDE

UPPER & BASE

CABINETS

P2 - PAINTED GYP

BD WALLS - TYP

(SS-2)

(RB-2), TYP.
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WALL CABINETS

SOLID SURFACE WORK

SURFACE AND 4" BACK

SPLASH (SS-2)

BUILT IN WOOD FILE

CABINETS - TYP. (S-1)

UNDERCOUNTER

REFRIGERATOR

1"

3' - 0" 4' - 6" 3' - 0" 3' - 0" 4' - 6" 3' - 0" 1"

12" D. WHITE MELAMINE WALL SHELVES

ON WHITE ALUMINUM ADJUSTABLE WALL

BRACKETS & STANDARDS

RB-2

PENCIL DRAWER - TYP.

MECHO-SHADE

WINDOW TREATMENT

EQ 2' - 4" EQ

P2 - PAINTED GYP

BD WALLS - TYP

P1 - PAINTED GYP

BD CEILING - TYP

NOTE: LOCATE GROMMETS WITHIN  WORK SURFACE, IN FIELD PER COTR'S REQUEST

WALL CABINETS (SS-1)

SOLID SURFACE WORK SURFACE

AND 4" BACK SPLASH (SS-2)

BUILT IN WOOD FILE

CABINETS (S-1)
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MECHO-SHADE, TYP.L

WINDOW TREATMENT

4" STAINED (S-1) WOOD

FRAME AROUND

PERIMETER OF WINDOW

OPENING, TYP.
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SCALE  1/4" = 1'-0"
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SCALE  1/4" = 1'-0"

BATHROOM
8

SCALE  1/4" = 1'-0"
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SCALE  1/4" = 1'-0"
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INTERIOR ELEVATIONS

AE-402
8/6/2012

VAMC MARTINSBURG

RELOCATE DEMENTIA UNIT

BID DOCUMENTS

SCALE  1/4" = 1'-0"

RESIDENT ROOM

INTERIOR ELEVATION - PATIENT HEAD WALL
6

SCALE  1/4" = 1'-0"

BATHING SPA
1

SCALE  1/4" = 1'-0"

BATHING SPA
2SCALE  1/4" = 1'-0"

BATHING SPA
3

SCALE  1/4" = 1'-0"

BATHING SPA
4

SCALE  1/4" = 1'-0"

BATHING SPA
5

SCALE  1/4" = 1'-0"

MED ROOM

ELEVATION
11

SCALE  1/4" = 1'-0"

HOUSECARE WORK

STATION ELEVATION
12

SCALE  1/4" = 1'-0"

HOUSECARE WORK

STATION ELEVATION
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1. INTERIOR DIMENSIONS GIVEN ARE FROM FINISH TO FINISH OR TO

CENTERLINE OF COLUMN UNLESS NOTED OTHERWISE.

2. TOLERANCES FOR BUILT-IN ITEMS, INCLUDING ARCHITECTURAL

WINDOWS, CASEWORK AND APPLIANCES, MUST BE FIELD VERIFIED BY

THE CONTRACTOR TO ENSURE ADEQUATE CLEARANCES AND PROPER

FIT.

3. REFER TO REFLECTED CEILING PLANS FOR CEILING HEIGHTS AND

TYPES.

4. REFER TO SPECIFICATIONS FOR FINISHES AND MANUFACTURERS.

5. REFER TO 1/8" SCALE FLOOR PLANS FOR DOOR DESIGNATIONS AND

1/8" SCALE EXTERIOR ELEVATIONS FOR WINDOW DESIGNATIONS.

6. REFER TO A700 SERIES FOR TYPICAL MOUNTING HEIGHTS OF

ACCESSORIES AND DEVICES.  PROVIDE FIRE RETARDANT WOOD

BLOCKING FOR ACCESSORIES AND DEVICES. SEE DETAIL 19/A702 FOR

GRAB BAR AND CABINETRY METAL BLOCKING.

7. ALL DISPENSERS, INCLUDING SHARPS, PAPER TOWEL, SOAP, HAND

SANITIZER AND GLOVE DISPENSERS ARE FURNISHED BY THE

GOVERNMENT & INSTALLED BY THE CONTRACTOR.

8. REFER TO LIFE SAFETY PLANS FOR LOCATION OF FIRE RATED

PARTITIONS.

9. PROVIDE FIBER-REINFORCED WATER & MOLD RESISTANT GYPSUM

PANELS AT ALL WET WALL LOCATIONS AND WALLS BEHIND AND

ADJACENT TO SINKS.

10. CONFIRM ALL CABINET & COUNTER TOP LAYOUTS WITH SHOP

DRAWINGS.

11.  REFER TO KITCHEN EQUIPMENT DRAWINGS FOR ALL APPLIANCE

INFORMATION.

GENERAL NOTES:

ITEMS PURCHASED AND INSTALLED BY CONTRACTOR:

1. SWING UP GRAB BARS W/ INTEGRATED TOILET PAPER DISPENSER

2. SHOWER GRAB BAR

3. TOWEL BAR

4. SHOWER TRANSFER SEAT

5. ROBE HOOK

5a.  RECESSED MEDICINE CABINET - REFER TO SPECIFICATIONS

ITEMS PURCHASED BY GOVERNMENT AND INSTALLED BY CONTRACTOR:

6. TOILET PAPER DISPENSERS

SIDE BY SIDE DOUBLE ROLL BATHROOM DISPENSER (#56784) BY

GEORGIA PACIFIC

7. PAPER TOWEL HOLDERS

SOFPULL TRANSLUCENT SMOKE DISPENSER (CENTER PULL)

(#58204) (SIZE: 11.5” x 9.25” x 8.75”) FOR ROLLS

8. SOAP DISPENSER

BACTI-FOAM SOAP DISPENSER (#92723188) FOR BACTI-FOAM SOAP

(#EL61806-499) BY ECOLAB

ITEMS PURCHASED AND INSTALLED BY GOVERNMENT:

9. HAND SANITIZER DISPENSER

10. SHARPS CONTAINER

11. WASTE BASKET

12. GLOVES DISPENSER

TOILET ACCESSORIES

LEGEND:


